
Western Area Power Administration Date:

Sierra Nevada Region

Through
Values at Load Center (Tracy Substation)
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Nov-05 1,225.0 230.0 195.0 165.0 25.7 13.8 110.0 16.0 0.0 0.0 0.0 0.0 0.0 894.3 67.2 10.4 0
Dec-05 1,135.0 180.0 120.0 135.0 22.8 12.8 110.0 16.4 0.0 0.0 0.0 0.0 0.0 882.2 48.6 7.4 0
Jan-06 1,195.0 150.0 80.0 90.0 21.9 12.5 110.0 17.2 0.0 0.0 0.0 0.0 0.0 983.1 64.7 8.8 0
Feb-06 1,120.0 140.0 85.0 50.0 21.4 11.2 110.0 14.4 0.0 0.0 0.0 0.0 0.0 903.6 93.2 15.3 0
Mar-06 1,085.0 170.0 100.0 65.0 23.0 12.0 110.0 15.6 0.0 0.0 0.0 0.0 0.0 852.0 108.6 17.1 0
Apr-06 1,465.0 300.0 105.0 55.0 20.3 11.3 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,229.7 233.7 26.4 0
May-06 1,640.0 440.0 135.0 85.0 31.1 13.3 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,363.9 341.7 33.7 0
Jun-06 1,700.0 580.0 145.0 90.0 31.1 13.9 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,413.9 476.1 46.8 0
Jul-06 1,745.0 650.0 240.0 160.0 38.0 18.4 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,357.0 471.6 46.7 0
Aug-06 1,650.0 550.0 220.0 145.0 39.1 17.3 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,280.9 387.7 40.7 0
Sep-06 1,395.0 340.0 170.0 120.0 39.8 16.9 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,075.2 203.1 26.2 0
Oct-06 1,220.0 300.0 145.0 130.0 27.0 12.4 110.0 16.4 0.0 0.0 0.0 0.0 0.0 938.0 174.0 24.9 0

 
Total 4,030.0 1,290.0 165.8 96.0 0.0 0.0 0.0 2,670.2
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Nov-05 1,220.0 270.0 200.0 175.0 25.7 13.8 110.0 16.0 0.0 0.0 0.0 0.0 0.0 884.3 97.2 15.3 0
Dec-05 1,145.0 240.0 125.0 145.0 22.8 12.8 110.0 16.4 0.0 0.0 0.0 0.0 0.0 887.2 98.6 14.9 0
Jan-06 1,230.0 260.0 180.0 175.0 21.9 12.5 110.0 17.2 0.0 0.0 0.0 0.0 0.0 918.1 89.7 13.1 0
Feb-06 1,160.0 290.0 90.0 55.0 21.4 11.2 110.0 14.4 0.0 0.0 0.0 0.0 0.0 938.6 238.2 37.8 0
Mar-06 1,120.0 320.0 100.0 65.0 23.0 12.0 110.0 15.6 0.0 0.0 0.0 0.0 0.0 887.0 258.6 39.2 0
Apr-06 1,505.0 470.0 50.0 35.0 20.3 11.3 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,324.7 423.7 44.4 0
May-06 1,680.0 640.0 85.0 55.0 31.1 13.3 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,453.9 571.7 52.9 0
Jun-06 1,755.0 600.0 120.0 75.0 31.1 13.9 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,493.9 511.1 47.5 0
Jul-06 1,860.0 630.0 255.0 155.0 38.0 18.4 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,457.0 456.6 42.1 0
Aug-06 1,770.0 500.0 215.0 145.0 39.1 17.3 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,405.9 337.7 32.3 0
Sep-06 1,530.0 410.0 190.0 120.0 39.8 16.9 110.0 0.0 0.0 0.0 0.0 0.0 0.0 1,190.2 273.1 31.9 0
Oct-06 1,225.0 350.0 155.0 140.0 27.0 12.4 110.0 16.4 0.0 0.0 0.0 0.0 0.0 933.0 214.0 30.8 0

  
Total 4,980.0 1,340.0 165.8 96.0 0.0 0.0 0.0 3,570.2
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Nov-05 0.0 0.0 0.0 0.0
Dec-05 0.0 0.0 0.0 0.0
Jan-06 0.0 0.0 0.0 0.0
Feb-06 0.0 0.0 0.0 0.0
Mar-06 0.0 0.0 0.0 0.0
Apr-06 0.0 0.0 0.0 0.0
May-06 0.0 0.0 0.0 0.0
Jun-06 0.0 0.0 0.0 0.0
Jul-06 0.0 0.0 0.0 0.0
Aug-06 0.0 0.0 0.0 0.0
Sep-06 0.0 0.0 0.0 0.0
Oct-06 0.0 0.0 0.0 0.0

 
Total 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

Notes:
1.  For the AS capacity (Column G), it was assumed that the reserves requirement was 70 MW, half of which would need to be spin, and that the regulation requirement was 40 up and down.
2.   An average of 1.81 % losses would be assessed on both capacity and energy between generation and load.  
3.  Column Q denotes capacity at CVP plants with minimal energy, which is potentially useful for reserves but has been deemed unschedulable for Base Resource purposes.  
4.  CVP generation and Project Use data for 50% and 90% Exceedence Levels are based USBR October 2005 50% and 90% Exceedence water forecasts, respectively.  

Exceedence Level 10% (Wet)  - (Not Available)
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